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Over the recent years, the installation of photovoltaic (PV) system and integration with 
electrical grid has become more widespread worldwide. With the significant and rapid 
increase of photovoltaic power plants (PVPPs) penetration to the electric grid, the power 
system operation and stability issues become crucial and this leads to continuous 
evaluation of grid interconnection requirements. For this purpose, the modern grid codes 
(GCs) require a reliable PV generation system that achieves fault ride-through (FRT) 
requirements. Therefore, the FRT capability becomes the state of art as one of the 
challenges faced by the integration of large-scale PV power stations into electrical grid 
that has not been fully investigated. This research proposes FRT requirements for the 
connection of PVPPs into Malaysian grid as new requirements. In addition, presents a 
comprehensive control strategy of large-scale PVPPs to enhance the FRT capability based 
on modern GCs connection requirements. In order to meet these requirements, there are 
two major issues that should be addressed. The first one is the ac over-current and dc-link 
over-voltage that may cause disconnection or damage to the grid inverter. The second one 
is the injection of reactive current to assist the voltage recovery and support the grid to 
overcome the voltage sag problem. To address the first issue, the dc-chopper brake 
controller and current limiter are used to absorb the excessive dc-voltage and limits 
excessive ac current, respectively, and therefore protect the inverter and ride-through the 
faults smoothly. After guaranteeing that the inverter is kept connected and protected, this 
control strategy can also ensure a very important aspect which is the reactive power 
support through the injection of reactive current based on the standard requirements. 
Feed-forward decoupling strategy based-dq control is used for smooth voltage fluctuation 
and reactive current injection. Furthermore, to keep the power balance between both sides 
of the inverter, PV array can generate a possible amount of active power according to the 
rating of grid inverter and voltage sag depth by operating in two modes, which are normal 
and FRT modes. These two modes of operation require fast and precise sag detection 
strategy to switch the system from normal mode to a faulty mode of operation for an 
efficient FRT control. For this purpose, RMS detection method has been used. In this 
research, the large-scale PV plant connected to the MV side of the utility grid, taking the 
compliance of TNB technical regulations for PVPPs into consideration has been modelled 
using MATLAB/Simulink with nominal rated peak power of 1500 kW. Analyses of the 
dynamic response for the proposed PVPP under various types of symmetrical and 
asymmetrical grid faults also had been investigated. As a conclusion, the PVPP connected 
to the power grid provided with FRT capability has been developed. The sizing of the 
suggested PV array is achieved in which the simulation results matched the sizing 
calculation results. Moreover, the results at the point of common coupling show that the 
proposed PVPP is compatible with TNB requirements, including the PV-grid connection 
method, PV inverter type, nominal voltage operating range, total harmonic distortion less 
than 5%, voltage unbalance less than 1%, frequency fluctuation within ± 0.1 Hz, and 
power factor higher than 0.9. In addition, the control simulation results presented 
demonstrate the effectiveness of the overall presented FRT control strategy, which aims 
to improve the capability of ride-through during grid faults safely, to keep the inverter 
connected, to ensure the safety of the system equipment, to ensure all values return to pre-
fault values as soon as the fault is cleared within almost zero second as compared to the 
strategy without FRT control which needs around 0.25s, and to provide grid support 





Dalam tahun-tahun kebelakangan ini, pemasangan sistem fotovoltaik (PV) dan integrasi dengan 
grid elektrik telah menjadi semakin meluas di seluruh dunia. Dengan peningkatan ketara dan pesat 
penyambungan loji janakuasa fotovoltaik (PVPPs) ke grid elektrik, isu-isu berkaitan operasi 
sistem kuasa dan kestabilan menjadi lebih penting dan membawa kepada penilaian berterusan 
terhadap syarat penyambungan ke grid. Untuk tujuan ini, baru-baru ini, kod grid moden (GCs) 
memerlukan sistem penjanaan PV yang boleh dipercayai dengan mencapai keperluan melangkaui 
ganguan (FRT). Oleh itu, keupayaan FRT menjadi sebagai salah satu cabaran yang dihadapi oleh 
stesen kuasa PV berskala besar bagi penyambungan ke grid elektrik yang belum disiasat 
sepenuhnya. Kajian ini mencadangkan keperluan FRT untuk sambungan PVPP ke grid Malaysia 
sebagai keperluan baru. Di samping itu, membentangkan strategi kawalan komprehensif PVPP 
berskala besar untuk meningkatkan keupayaan FRT berdasarkan keperluan sambungan GC 
moden. Untuk memenuhi keperluan penyambungan ini, terdapat dua isu utama yang perlu 
ditangani. Yang pertama adalah arus ulang alik (ac) terlebih arus serta arus terus (dc) terlebih 
voltan yang boleh menyebabkan pemotongan atau kerosakan pada penyongsang grid. Yang kedua 
ialah suntikan arus reaktif untuk membantu pemulihan voltan dan menyokong grid mengatasi 
masalah sag voltan. Untuk menangani isu pertama, pengawal brek dc-chopper dan penghad arus 
digunakan untuk menyerap voltan dc yang berlebihan dan mengehadkan arus ac berlebihan, 
membolehkan melindungi penyongsang dan melangkaui gangguan elektrik dengan lancar. 
Selepas menjamin bahawa penyongsang terus disambungkan dan dilindungi, strategi kawalan ini 
juga boleh memastikan ciri yang sangat penting iaitu memberi sokongan kuasa reaktif melalui 
suntikan arus reaktif mengikut keperluan standard. Tambahan pula, untuk menjaga keseimbangan 
kuasa antara kedua-dua belah penyongsang, PV boleh menjana jumlah kuasa aktif yang 
diperlukan berdasarkan kepada penarafan grid penyongsang dan kedalaman voltan sag dengan 
dalam operasi dua mod iaitu mod biasa dan FRT. Kedua-dua mod operasi ini memerlukan strategi 
pengesanan yang cepat dan tepat yang penting bagi sistem untuk beralih dari mod operasi normal 
ke mod operasi kawalan FRT. Untuk tujuan ini, kaedah pengesanan RMS telah digunakan. Dalam 
kajian ini, loji PV berskala besar yang disambungkan ke sisi MV grid utiliti, yang mengambil 
pematuhan peraturan teknikal TNB mengenai penyambungan PVPP telah dimodelkan 
menggunakan MATLAB/Simulink dengan nominal kuasa puncak tertinggi 1500 kW. Analisa 
tindak balas dinamik untuk PVPP yang dicadangkan di bawah pelbagai jenis gangguan grid 
simetri dan bukan simetri juga telah dijalankan. Sebagai kesimpulan, reka bentuk lengkap PVPP 
yang disambungkan kepada grid kuasa yang disediakan dengan keupayaan FRT telah 
dilbangunkan. Rekabentuk saiz PV yang dicadangkan berdasarkan pengiraan ukuran telah 
dicapai. Selain itu, keputusan di titik gandingan bersama menunjukkan bahawa PVPP yang 
dicadangkan adalah bersesuaian dengan syarat keperluan TNB termasuk kaedah sambungan PV-
grid, jenis penyongsang PV, rangkaian operasi voltan nominal, jumlah harmonik gangguan 
kurang daripada 5%, ketidakimbangan voltan kurang dari 1% , julat frekuensi dalam ± 0.1 Hz, 
dan factor kuasa lebih tinggi daripada 0.9. Di samping itu, hasil simulasi kawalan yang 
dibentangkan menunjukkan keberkesanan strategi kawalan yang dicadangkan secara keseluruhan, 
meningkatkan keupayaan melangkaui gangguan elektrik grid dengan selamat, memastikan 
penyongsang sentiasa terhubung, memastikan keselamatan peralatan sistem, semua nilai kembali 
kepada nilai pra-gangguan sebaik sahaja gangguan dibersihkan dalam masa hampir sifar saat 
berbanding tanpa kawalan yang memerlukan sekitar 0.25s, dan juga memberi sokongan kepada 
grid melalui kawalan kuasa aktif dan reaktif pada pelbagai jenis gangguan elektrik berdasarkan 
syarat keperluan FRT.  
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